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CA MECHANICAL CODE 

802.5.4 

802.5.4 Termination. A chimney for a residential-type or low-heat appliance shall 

extend not less than 3 feet (914 mm) above the highest point where it passes through a 

roof of a building and not less than 2 feet (610 mm) higher than a portion of a building 

within a horizontal distance of 10 feet (3048 mm). 

TYPICAL TERMINATION LOCATIONS FOR 

CHIMNEYS AND SINGLE-WALL METAL 

PIPES SERVING RESIDENTIAL-TYPE AND 

LOW-HEAT APPLIANCE 

(NFPA 54: FIGURE A.12.6.2.1) 


